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WALL TYPE LEGEND

1. ALL WALLS SHALL BE TYPE A, U.N.O.

2. ALL WALLS (STUDS/GYP. BD./BATT INSULATION) ARE TO EXTEND
TIGHT TO STRUCTURE ABOVE, U.N.O.

3. ALL GYPSUM BOARD WILL BE TYPE X', U.N.O.

4. SEE LIFE SAFETY PLANS FOR FIRE RATED AND SMOKE BARRIERS AND

PARTITIONS.

5. PROVIDE TILE BACKER BOARD ON ALL WALLS AT ALL TILE LOCATIONS

WALL TYPE B
092216 - 6" METAL STUD

092900 - ONE (1) LAYER 5/8" GYP BD ON EACH SIDE

072113 - FILL WITH ACOUSTICAL BATT INSULATION STC=48 BETWEEN

STUDS

134900 - RADIATION PROTECTION - MIN LEAD APPLIED TO GYP
BOARD ON ROOM SIDE TO A HEIGHT OF 7'-0" ABOVE FF

WALL TYPE C -

092216 - 3 5/8" METAL STUDS OFFSET FOR WALL THICKNESS TO FILL
OPENING

092900 - ONE (1) LAYER 5/8" GYP BD ON EACH SIDE TO ALIGN WITH
ADJACENT FACE OF EXISTING WALL

072113 - FILL WITH ACOUSTICAL BATT INSULATION STC=48 BETWEEN STUDS
(FOR 1 HR. RATED PARTITION COMPLY WITH UL U419 OR U465)

DG
©
©)

WALL TYPE F -
092900 - ONE (1) LAYER 5/8" GYP BD OVER EXISTING WALL
F1- TO BEGIN 6" AFF TO ALLOW FOR NEW BASE. CONT GYP BD 6" ABV CLG.

WALL TYPE G
092216 - 3 5/8" METAL STUD
092900 - ONE (1) LAYER 5/8" GYP BD FACING ROOM SIDE.

WALL TYPE K

092216 - 3 5/8" METAL STUD

092900 - ONE (1) LAYER 5/8" GYP BD ON ROOM SIDE

092900 - TWO (2) LAYER 5/8" GYP BD ON CORRIDOR SIDE (2ND LAYER TO BE 6"
AFF TO ALLOW FOR RECESSED BASE.

072113 - FILL WITH ACOUSTICAL BATT INSULATION STC=48 BETWEEN STUDS
(FOR 1 HR. RATED PARTITION COMPLY WITH UL U419 OR U465)

®

GENERAL NOTES

—— EXISTING WALLS TO REMAIN 1.
—a NEW WALLS

2.

AREAS OF WORK TO BE DONE DURING OFF 3.

HOURS. AREAS MUST BE CLEAN OF DUST AND
DEBRIS DURING REGULAR HOURS.

SEE DRAWING 1-S1 FOR DETAILS TO FILL FLOOR OPENING.

SEE DRAWING 1-S1 FOR DETAILS TO FILL FLOOR OPENINGS - BOTH ABOVE AND BELOW SPACE.

AREA OF DEPRESSED SLAB TO BE FILLED IN - SEE DRAWING S-1 FOR DETAILS TO FILL IN
DEPRESSED SLAB AREA. MATCH ADJACENT FINISHED FLOOR ELEVATIONS.

PROJECT
SCOPE

AND SOILED UTILITY ROOMS, EXCEPT WHERE TILE BACKER BD IS REQUIRED. B1 1587 106255 116 4 1 ply approx 1/4 @ WALL TYPE D WALL TYPE J @ WALL TYPE L WALL RATINGS.
7. PROVIDE 4'-0" (MIN) WIDE MOISTURE RESISTANT GYP BD CENTERED ON B2 2380 0937 332 6 1 ply approx 1/4" 092216 - 1 1/2" METAL FURRING 062000 - WOOD PANEL SEE INTERIOR ELEVATIONS AND DETAILS EXISTING TO REMAIN
SINKS ON ALL WALLS HAVING SINKS. B3 3.175 1250 1§8 8 2 ply approx 1;2 ngzgooé ONE (1) LAYER 5/8" GYP BD ON ONE SIDE FROM FLOOR TO 6" ABOVE 88%(1)3 - %ﬁ/g" ;\AEIQLEETL;E? P 5D ON EACH SIDE AL TYPE e ~.  CUBICLE CURTAIN & TRACK FURNISHED 5 ALL OPENINGS IN SOUND RATED PARTITIONS TO BE SEALED.
WALL TYPE A Sg g';gg ;ggg " 13/416 12 2 pIIy o =N i i ; = @ -3 5/8" AND INSTALLED BY OWNER
092216 - 3 5/8" METAL STUD @ WALL TYPE E (FOR 1 HR. RATED PARTITION COMPLY WITH UL U419 OR U465) 092900 - ONE (1) LAYER 5/8" GYP BD ON ROOM SIDE OR 7y
092900 - ONE (1) LAYER 5/8" GYP BD ON EACH SIDE 092216 - 6" METAL STUD J1- -
072113 - FILL WITH ACOUSTICAL BATT INSULATION STC=48 BETWEEN STUDS 092900 - ONE (1) LAYER 5/8" GYP BD ON EACH SIDE @ 092216 - 6" METAL STUDS 6" (WHERE COLUMN DOES NOT INTERFERE) @ WALL TYPE N (2 HR FIRE RATING), COMPLY WITH UL U438 " miﬁ%;;(\?v?ﬁggﬁl‘ AREAS RESULTING FROM THE REMOVAL OF MEP ITEMS IN ACCORDANCE l(ca EIOELAN BASEMENT %
(FOR 1 HR. RATED PARTITION COMPLY WITH UL U419 OR U465) 072113 - FILL WITH ACOUSTICAL BATT INSULATION STC=48 BETWEEN STUDS 092900 - ONE (1) LAYER OF GYP BD ON MAIN STREET SIDE 092216 - 2 1/2" C-H METAL STUDS
(7'-2") - REFER TO ELEVATIONS SECTIONS AND DETAILS. TWO (2) LAYER 1/2" GYP BD ON CORRIDOR SIDE, " EXISTS, REMOVE BOTTOM 6" FOR NEW RECESSED BASE. ' ‘ ‘ NORTH
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